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Financing
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Financing cost per MWH increases
because the fixed cost of debt repayment
is divided by less generation

Financing

85% 75%

Output Factor

65%



Fuel
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The cost of fuel per MWH increases with cycling due to inefficiencies
at lower loads and transient conditions during load changes

18% more fuel per MWH at 65% Output Factor than at 95%

Financing

95% 85% 75% 65%

12/28/2010 Output Factor



INTERMOUNTAIN GENERATING STATION - Unit 1
2009-10 Operating Net Unit Heat Rate Curve
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Unit 1 operating heat rate curve based
on FY 2009-10 average operating conditions
above 300 MW gross corrected to:

- 87.9% boiler efficiency
- 0.99 generator power factor
- 1000 deg throttle & reheat temperatures
- 5% throttle valves presure drop
- 2.84" Hg A-cond pressure
- 2.34" Hg B-cond pressure
- 2.11" Hg C-cond pressure

4% superheat attemperator flow
- 0.5% cycle makeup flow
- no reheat spray flow

9592

- banks K & L not included in aux power
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a = 596.5
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c = 5.302e-613
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O&M + Capital
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Cycling stresses boiler tubing, electrical
motors, valves and many other plant
components increasing O&M costs and
the rate of forced outages. The need
for renewals and replacements also
increases.

Financing

Nearly double the cost
per MWH compared

to 95% Output Factor

85% 75% 65%

Output Factor



Replacement Energy
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Cycling increases the risk of unit trips, especially boiler
tube leaks, which increases the need for replacement
energy.

Financing

85% 75% 65%

Output Factor



Total Cost of Power
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Estimated $30.1/MWH or 55% increase

Financing

85% 75%

Output Factor

65%



Estimated Cost of Power
$/MWH for Various Output Factors

95% 85% 75% 65%

Financing 25.1 28.9 32.8 39.4

Fuel 18.9 20.0 21.1 22.3

O&M + Capital 9.2 10.9 13.2 18.1

Replacement Energy 1.2 1.8 2.7 4.7

12/28/2010

Total 54.4 61.6 69.8 84.5



Cycling or Steady State?
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With cycling, you pay 21% more for
the same amount of power at 65%
output factor

Output Factor

95% 85% 75% 65%
12/28/2010
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